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REVISION HISTORY
REV DESCRIPTION DATE
1 VALID- ORIGINALS DWG 5/19/2011
2 ADD SIZE 16 7/19/2011
3 EDIT L COLUMN 7/27/2011
WALL THICKNESS AND HUB HEIGHT 2 EDIT OD2 8/09/2011
SDRs 5 UPDATE TOLERANCE & TTBLK 3/20/2013
LI{IJ 6 CORRECT EDITS 5/16/2013
T1 T2 T1 T2 T1 T2 T1 T2 T1 T2 T1 T2 T1 T2 T1 T2 T1 T2 T1 T2 8 MAX HUB HEIGHT; INCLUDED 04/03/2026
MATERIAL SPECIFICATION NOTE
20 |3.086{4.107(2.400({4.107]1.964(2.705]1.600|2.70511.394(2.705(1.271(2.70511.137(1.67111.029(1.671]0.831({1.671|0.665|1.671
3014.571|5.964|3.556(5.96412.909(3.886|2.371|3.88612.065[3.8861.883|3.88611.684(2.355(1.524(2.35511.231{2.355]0.985|2.355
42 16.357|8.196|4.945|8.196|4.046(5.307]3.297(5.307|2.871|5.30712.618|5.30712.342|3.178|2.119|3.178]1.712|3.178]1.369(3.178
NOTE: HUB HEIGHT(T-2) ARE AT MAX TOLERANCE.
—TT—Z
R.500 T-1
DIMENSIONS
SIZE | TYPE OD-1 OD-2 L
20 DIPS |21.600(23.500| 12
OD-2 OD-1
30 DIPS |32.000(34.000| 14
42 DIPS |44.500(47.125| 21

L
SECTION

FITTINGS ARE MARKED TO THE STANDARDS AND CERTIFICATIONS OF WHICH THEY WERE MADE.
MATERIAL: HDPE-PE4710/PE100 CELL CLASS PE445574C (ASTM D3350) (CC3)

MEETS REQUIREMENTS: AWWA C906; ASTM D3261

VIEW

Certified to

NSF/ANSI/CAN 61-G

* FOR SDR9 ONLY:
L = 16.500"
OD-2

=41.125

UNLESS OTHERWISE NOTED:
AND ALL DIMENSIONS IN INCHES

|-

IMPROVED

PIPING PRODUCTS, INC.

TITLE

DIPS FLANGE ADAPTER SUBMITTAL

SIZE|PART NO

SALES NO

MAT'L:  pE-4710/100
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